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Viike-Paala 1, Tallion 11416 REG nr. 11402718
Harjuma, Eesi Vabarilk  KMK . BE101170282
Tel: 6 044 922 MIR or, TEL0007S3

ELEKTER AUTOMAATIKA

E-post: clkoral@elkoralce  EEH007636, EEP002954
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TINGMARGID:
Vent.agregaat
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Jahutuse sisseosa KNX Gateway komplektis
Veeklttekollektor

Ohutemp.andur (H=1500)

KNX 141t (H=1000)

Room Comfort Sensor KNX (TE+CO+HU) (H=1500)
Room Termostaat KNX (H=1500)

CO andur

iPad (H=1500) + EL.TOIDE

NFC Code Touch Tree (H=1500)

Impulssliliti (H=1000)

Motion Sensor Tree (laes)

Ukse magnetandur
Nano 2 Relay Tree
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1—=Wire poérandaandur oma kaabliga PVC—torusse
Vdliskardin (ilihenduspunkt (H=2500) + EL.TOIDE)

Sissekardin (lihenduspunkt (H=lae all) + EL.TOIDE)
Aknakardin (Gihenduspunkt EL.TOIDE)
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@ Motion Sensor 24V

B Intercom EU (H=1500)

z Harutoos pimekattega

[=7 Alarm Siren Tree (H=2500)
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d~ Ukseandurid (komplektis masbliga)
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1) 2.korruse kd&larite asukohad tuleb tdpsustadal
Joonisel ndidatud ainult kaablid.




